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LIME NEUTEALIZATION SYSTEM CAPRART

The total ameocunt of liguid that can be put through our
neutralization system at this time is 170,000 cgallons per day.
The limiting factor, at this time, i1s the Lead (Pb) content of

our effluent. This limitation ccmes frcm cur NPDES and state
effluent permits. If the Pb content of our efiIluent increases
because of the liguid frem Pond 3, the liguid throuchput will
decrease.

The quantity, being delivered to the neutralization svstem from
Pond 3, via the french drain system, is 90,000 gallons per day.
This is the maximum gquantity of this tyce of material that can be
received by the neutralization system because of the lcw pH of
the material. The system is at its maximum pH controlling
capability.

We normally are required to add acid to the neutralization system
to recuire lime to be added to the system for Fluoride control.
This material from Pond 3 takes the place of the acid
reguirement. But, the guantity being added is just allowing the
neutralization system toc maintain an acceptable pH with all of
the OE~ ion addition capapility of the plant being utilized.

There is 3,000,000 gallons of liquid in Pond 3 and 1,000,000
gallons in the temporary holding pond adjacent to Pond 3. TIf we
can maintain 90,000 gallons per day to the neutralization system
it should take 44 days to remove the liguid from Pond 3 and the
temporary hclding pend.

If we obtain mecre lime feeding eguipment and empty the Pcnd 1
Norzth as Droposed we can increase our throuch put by 40,000
ca;lons per dav. The plant will then be recuired %o dec*ease the
proce§s waste water by 30,000 gallons per dav to allow maximum
throuchmu* from Pond 3. rph*s will reduce the time reguired to
app*ox_mately 30 working days. The Pond 1 North project would
taxe‘a:c:ox*maueTV 8 days to complete which would add 4 days to
the 30 day completicn schedule. Therefore the liguid from Pond 3
and the’ temoorarv pond should be gone in 34 work‘nc days. This
w;17!a170w Fansteel to maintain 60% of our current requ;:ed
proc"c ien rate.

The ibove calcu lat orns do not take into account any grcund water
that mhvtbe enteri ng the system through the french drain system.
ThLSICOLLq increase the required time frame by 50%. Therefore,
we feel confident tHe remova1 of the liquid can be accomplished

in 50 working days.
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